


OHA - Drinking Water Program - Surface Water Quality Data Form

_—

WTP-: A

System

DTS CITOTT

NGimie: Netarts Water District ID#: 41 00556 Month/Year: ( Apr-23 ) Gi?rdici’ Log 0.5
IO T
pete fme ReLjis(;“ch(]lco)T & Comoﬁ)f "M ActuaicT Temp \_DH/ Required CT | c1 Met?® D?ﬁi:cf LFJ|rc|>yw
[ppm or mg/L]| [minutes] CXT [°C] formula | Yes/No [GPM]

1 8:30 1.47 140 205.8 9.3 7.61 26.4 Yes 171
2 8:30 1.25 140 175.0 9.2 7.60 25.8 Yes 183
3 8:30 1.14 140 159.6 9.1 7.57 254 Yes 134
4 8:30 1.47 140 163.8 9.1 7.69 26.6 Yes 138
5 8:30 1.23 140 172.2 9.1 7.49 25.0 Yes 133
6 8:30 1.03 140 144.2 9.3 7.40 23.3 Yes 139
7 8:30 1.06 140 148.4 9.2 7.68 26.0 Yes 263
8 8:30 0.79 140 110.6 9.3 7.82 26.3 Yes 178
9 8:30 0.86 140 120.4 9.6 7.58 23.9 Yes 173
10 8:30 0.88 140 123.2 9.4 7.50 23.6 Yes 137
1 8:30 1.25 140 175.0 9.6 © 718 21.7 Yes 174
12 8:30 1.24 140 173.6 9.5 + 6.86 19.5 Yes 174
13 8:30 1.1 140 154.0 9.6 - 7.50 23.9 Yes 182
14 8:30 0.98 140 137.2 9.6 7.52 23.7 Yes 178
15 8:30 1.22 140 170.8 9.7 7.49 24.0 Yes 203
16 8:30 1.29 140 180.6 9.8 7.51 242 Yes 221
17 8:30 1.47 140 205.8 9.9 7.47 241 Yes 185
18 8:30 1.42 140 198.8 9.6 7.57 254 Yes 183
19 8:30 1.36 140 190.4 9.4 7.75 27.3 Yes 162
20 8:30 1.14 140 159.6 9.4 7.72 26.3 Yes 163
21 8:30 1.21 140 169.4 9.4 7.78 271 Yes 186
22 8:30 1.23 140 172.2 9.6 7.81 271 Yes 311
23 8:30 1.1 140 165.4 9.9 7.76 257 Yes 236
24 8:30 0.81 140 113.4 10.0 7.74 24.5 Yes 188
25 8:30 0.88 140 123.2 10.0 7.76 24.9 Yes 184
26 8:30 1.1 140 154.0 10.5 7.65 23.7 Yes 134
27 8:30 1.21 140 169.4 101 7.71 252 Yes 112
28 8:30 1.47 140 205.8 10.3 7.72 25.7 Yes 137
29 8:30 1.32 140 184.8 10.1 7.79 26.3 Yes 166
30 8:30 1.29 140 180.6 10.2 7.83 26.4 Yes 188
31 8:30 140 0.0 4.2

3 If Cl, at entry point < 0.2 mg/I or CT not met, DWP to be notified by end of next business day.
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